NEXT ASS‘Y:

1

FINAL ASS’Y:

/—TOP GRADE

GENERAL NOTES:

OTHERWISE.

ALL SECTIONS.

ALL SECTIONS.

1. ALL POWER CONDUITS ARE 5" AND COMMUNICATION CONDUITS ARE 4 UNLESS NOTED

2. SPACE BETWEEN TWO ADJACENT CONDUITS IN A DUCTBANK SHALL BE 2°. SPACE BETWEEN
THE CONDUIT FROM THE EDGE OF THE DUCTBANK SHALL BE 3".

3. THE NUMBER INSIDE CONDUIT REPRESENTS THE RADIAL FEED NUMBER. TYPICAL FOR

4. A 'C' INSIDE CONDUIT REPRESENTS A COMMUNICATON CONDUIT. TYPICAL FOR

5. A 'SP’ INSIDE CONDUIT REPRESENTS A SPARE CONDUIT. TYPICAL FOR ALL SECTIONS.
SEE DRAWINGS UEL6.61.08, UEL6.61.09 FOR DUCTBANK REINFORCEMENT DETAILS.
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